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	Spirax Sarco Ltd

Industriveien 24

P.O.Box 47

1483 Skytta
     

	Vår ref..: Trond Hauge
Larvik   : 15.04.2009



Att: Tarald Frette
Dear customer

Please find attached the Producer statement according to the specifications in the 

EC Machinery Directive for the

“ Condensate Module”
Serial Number 6192572
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We thank you very much for using Forberg as manufacturer,

and are confident that you will be satisfied with your selection.

Best regards

Ken Skjeggerud
Qa Manager

Forberg International AS
Tel. : +47 33 13 34 53
Mob: +47 91 32 81 46
Web:www.forberg.no
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EC Producer Statement - 'Part-machinery'

The undersigned, representing the following manufacturer: 


Name:


Forberg International AS

Address:


Hegdal





N-3261 Larvik





Norway

Herewith declares that the product:

Description: 

Condensate Module with 2000L Tank  

Type designations:
Serial Number 6192572
Is in conformity with the provisions of the following EC directives, including all applicable amendments:

98/37/EC

Machinery Directive (MD)
)
97/23/EC

Pressure Equipment Directive (PED)

2006/95/EC

Lavspenningsdirektivet (LVD)

2004/108/EC 

EMC-direktivet  (EMC)
Harmonised European standards used:

	MD:

· EN 292-1/-2 *)
· EN 563



	
*) No C-type standard available. Hazards identified and sufficiently addressed using the EN 1050 standard

LVD:

· EN 60204-1:1998

EMC **):

· EN 61000-6-2:2005

· EN 61000-6-4:2007

**) Hver enkelt komponent er CE-merket på komponentnivå og etterkommer som minimum de ovenfor spesifiserte standardene.



The part-machinery must not be put into service until the machinery into which it is to be incorporated has been declared in conformity with the provisions of the Directive.

The identified risk of burning by touching the high temperature equipment must be eliminated before starting up.

	Place:
Larvik
	Date: 
15.04.2009

	Signature:
	

	
	Ken Skjeggerud, QA-manager, Forberg International AS


	RISK  ASSESSMENT  RECORD

Pressure equipment danger.

	Manufacturer  :   Forberg International AS

Machine         :    Condensate Module.

Type/Model    :   

Serial number :    6192572
	Performed by

Name           :     Ken Skjeggerud
Department  :     Technical/Quality

Date              10.04.09

	Hazard Identification


	Measures taken

	The equipment might be dangerous if the pressure is not under control via safety equipment and the equipment explodes.


	· Certified pressure approved materials used

· Acknowledged welding procedures followed

· Visual inspection and pressure test performed by the producer



	Initial assessment


	Final assessment
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        L  x   F   x   D  x   N   =     V

RISK RATING  :        Significant     


	  

       L  x   F   x   D  x   N   =     V

RISK RATING  :           Acceptable   



	Are there any residual risks after final risk assessment?


	         YES
	
	          NO                 
	X

	If yes, what measures are taken to reduce or avoid them?


	N/A

	L

likelihood of occurrence
	F

Frequency of exposure
	D

Degree of possible harm
	N

No. of persons

	0

0.5

1

2

5

10

15
	Impossible

Highly unlikely

Unlikely

Possible

Probable

Likely

Certain
	0.1

0.5

1

2

2.5

4

5
	Infrequently

Annually

Monthly

Weekly

Daily

Hourly

Constantly
	0

0.5

1

2

4

8

15
	Scratch/Bruise

Laceration

Minor illness (temporary)

Major illness (Permanently)

Serious illness (temporary)

Serious illness (permanently)

Fatality
	1

2

4

8

12
	1 - 2

3 - 7

8 - 15

16 - 50

51 -

	Risk


	Acceptable
	Very low
	Low
	Significant
	High
	Very high
	Extreme
	Unacceptable

	V


	0-1
	1-5
	5-10


	10-50
	50-100
	100-500


	500-1000
	>1000


	RISK  ASSESSMENT  RECORD

Thermal Hazards

	Manufacturer  :   Forberg International AS

Machine         :    Condensate Modul
Type/Model    :   

Serial number :    6192572
	Performed by

Name           :     Ken Skjeggerud
Department  :     Technical/Quality

Date              :     10.04.09

	Hazard Identification


	Measures to be taken

by the customer before starting



	Thermal hazards may result in burns and scolds from contact with the hot surface of the machine.


	· The machine must be properly insulated and/or

· Protected by mechanical safety protections such as fencing



	Initial assessment


	Final assessment
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RISK RATING  :        Significant      


	  

       L  x   F   x   D  x   N   =     V

RISK RATING  :           Acceptable   



	Are there any residual risks after final risk assessment?


	         YES
	
	          NO                 
	X

	If yes, what measures are taken to reduce or avoid them?


	N/A
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	Risk


	Acceptable
	Very low
	Low
	Significant
	High
	Very high
	Extreme
	Unacceptable

	V


	0-1
	1-5
	5-10


	10-50
	50-100
	100-500


	500-1000
	>1000
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� To the extent possible for a part-machinery






	Forberg International AS 

Hegdal

N-3261 Larvik

Norway
	Phone: +47 33 13 34 34

Fax:     +47 33 13 34 35
	Enterprise no: NO 929 929 047 MVA
E-mail: forberg@forberg.no
Web: http://www.forberg.no
	Bank acc.: 7143.05.31446




File: 6192572 samsvarserklæring.doc

Side: 1 av 4
File: 6192572 samsvarserklæring.doc

Side 4 av 4

_926232318

